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%@ SDD 09C06 Concrete Control Cabinet Base, Type 9, Special

GENERAL NOTES

FORM ALL EXPOSED CONCRETE.
PROVIDE 1" CHAMFER ALL AROUND.

DETAILS OF CONSTRUCTION, MATERIALS AND WORKMANSHIP NOT SHOWN ON THIS DRAWING
SHALL CONFORM TO THE PERTINENT REQUIREMENTS OF THE CONTRACT.

INSTALL FOUR 1 INCH MINIMUM DIAMETER X 4 INCH MINIMUM LENGTH STAINLESS STEEL APPROVED
CONCRETE MASONRY ANCHORS WITH A PULLOUT STRENGTH OF 9,000 LBS. TO ANCHOR THE
CABINET TO TYPE 6, 7, 8, AND 9 BASES. THE ANCHOR STUDS SHALL BE LOCATED AS DIRECTED BY

KEEP 3" CONDUIT 12 FROM THE ENGINEER TO PROPERLY ANCHOR THE CONTROL CABINET TO THE BASE.

CABINET SIDE WALLS AND

13" FROM CABINET FRONT (DOOR) WHEN REQUIRED TO CONNECT NON - METALLIC CONDUIT TO METALLIC CONDUIT, ONLY ADAPTER

FITTINGS, U. L. LISTED FOR ELECTRICAL USE, SHALL BE USED.
CONDUIT HEIGHT ABOVE THE CONCRETE BASE SHALL BE 1 INCH.

DEPTH OF CONDUIT INSTALLED BELOW THE TRAVELED WAY SHALL BE 24 INCHES MINIMUM AND
GROUND LINE 36 INCHES MAXIMUM.

DEPTH OF CONDUIT INSTALLED THAT IS NOT BELOW THE TRAVELED WAY SHALL BE 18 INCHES
MINIMUM AND 36 INCHES MAXIMUM.

ANY EXCEPTION TO THE MAXIMUM DEPTH SHALL BE ONLY WITH THE WRITTEN APPROVAL OF THE
ENGINEER.

CONTROL CABINET BASE TOP SURFACE SHALL BE TROWEL FINISHED SMOOTH AND LEVEL.
MAINTENANCE PLATFORM SHALL BE FLOAT OR BROOM FINISHED AND LEVEL.
MAINTENANCE PLATFORMS ARE NOT REQUIRED WHEN THE SURROUNDING AREA IS PAVED.

MINIMUM BENDING RADIUS OF CONDUIT EQUALS 6 TIMES THE DIAMETER.

ALL METALLIC CONDUIT ENDS SHALL BE REAMED AND THREADED.

CAP ALL BELOW GRADE METALLIC CONDUIT ENDS IN WHICH WIRE OR CABLE IS NOT BEING INSTALLED.

PLUG ALL BELOW GRADE NON - METALLIC CONDUIT ENDS IN WHICH WIRE OR CABLE IS NOT BEING
INSTALLED.

ALL CONDUIT ENDS AT THE TOP OF CONCRETE BASES SHALL BE CAPPED IF METALLIC OR PLUGGED IF
NON - METALLIC IMMEDIATELY AFTER PLACEMENT AND BEFORE CONCRETE IS POURED. CONDUITS IN

EXIT LOCATION OF 1 %;" CONDUIT FROM WHICH WIRE OR CABLE IS NOT BEING INSTALLED SHALL REMAIN CAPPED OR PLUGGED.

CABINET BASE DEPENDENT UPON
LOCATION OF ELECTRIC SERVICE. CONCRETE FORM DEPTH BELOW FINISHED GRADE SHALL BE 6 INCHES MAXIMUM. CONCRETE FORMS

| an |
4'-6
SHALL BE REMOVED AFTER CONCRETE HAS SET.

2" CONDUIT COMMUNICATION CABLE CONDUIT EXITING THE CONCRETE BASE (SIX 3") SHALL TERMINATE IN PULL BOXES AS SHOWN ON THE PLANS.
BELL ENDS SHALL BE INSTALLED ON ALL PVC CONDUIT EXPOSED AT THE TOP OF THE CONCRETE BASE

\*y  KEEP 3' CONDUIT 12° FROM BEFORE INSTALLATION OF CABLE OR WIRE.

CABINET SIDE WALLS AND
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References:

FDM15-5 Attachment 30.5 and 30.6 for conventional symbols
Standard Spec 654 Bases

Bid items associated with this drawing:

ITEM NUMBER DESCRIPTION
204.0195 Removing Concrete Bases.........ccccccoviiiiiiiiiiiiiiiiiiieeeeeen
654.0217 Concrete Control Cabinet Bases Type 9 Special ...................

Standardized Special Provisions associated with this drawing:
STSP NUMBER TITLE
NONE

Other SDDs associated with this drawing:
SDD 9B2 Conduit
SDD 9D2 Signal Controller Cabinet

Design Notes:

If two intersections are served from one traffic signal control cabinet, such as a diamond interchange, the

Type 9 "Special" Base is required.

Contact Person:
Ahmet Demirbilek (414) 220-6801
(414) 322-9606 (Mobile)
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